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ion batteries into distributed photovoltaic systems
Simon Davidsson Kurland *abc and Sally M. Bensonbc
Batteries for stationary applications can prove to be crucial for enabling high penetration of solar energy, but
production and use of batteries comes with an energetic cost. This study quantiﬁes how adding a lithium-
ion (Li-ion) battery aﬀects the energetic performance of a typical residential photovoltaic (PV) system under
a wide range of climatic conditions. If all generated power is either self-consumed or made available via an
existing distribution grid, the PV system will have an energy return on investment (EROI) of between 14
(Alaska) and 27 (Arizona). While adding a 12 kW h Li-ion battery increases self-consumption considerably,
this has a negative eﬀect of decreasing the EROI by more than 20%. In a situation where all excess
power generation is curtailed, the EROI can be as low as 7 (Alaska and Washington), although it can also
be as high as 15 (Florida). Introducing a battery increases the EROI but it is still considerably lower than in
cases where excess power generation is added to the grid. Doubling the battery size increases the
average self-consumption marginally, but further decreases the EROI of the system because the extra
energy invested to build the additional battery is used ineﬃciently. The results show that installing PV
systems in locations with good solar resources and a grid that can accept excess production is desirable
for maximizing the net energy return from distributed PV systems. Batteries have a beneﬁt when excess
electricity generation cannot be fed into the grid. Oversizing batteries has the eﬀect of signiﬁcantly
reducing the EROI of the PV system.Introduction
Solar energy from photovoltaics (PVs) is one of the leading
candidates for large scale deployment of low-carbon energy.1 A
wide range of scenarios suggest rapid growth of both utility-
scale and distributed PV installations in coming decades.2 As
PV generation contributes signicant shares of an electricity
mix, an increasing fraction of the generated power could be
curtailed, unless it can be stored and used at a later time.3 Most
storage capacity in power systems installed to date has been in
the form of pumped storage hydropower (PSH), but electro-
chemical storage technologies are emerging quickly and are
becoming increasingly dominated by lithium-ion (Li-ion)
batteries.4 Costs are declining rapidly as installations of Li-ion
batteries for both utility scale and residential stationary appli-
cations grow, a development that is expected to continue.5
The availability of lower-cost batteries for residential use
makes it possible for home owners with PV installations to
decrease their reliance on the central grid.6,7 Increased self-ent, Chalmers University of Technology,
on.davidsson@chalmers.se; Tel: +46 31
Stanford University, Stanford, CA 94305,
ring, Stanford University, Stanford, CA
Chemistry 2019consumption of PV generation has the potential to increase
prots, decrease stress on the distribution grid, and enable the
integration of more PV capacity in power systems.8,9 However, it
has been suggested that the use of batteries for power system
applications can have negative implications, such as increased
greenhouse gas (GHG) emissions and energy use.10,11 The
manufacturing of batteries also requires substantial amounts of
energy and associated GHG emissions exist.12,13 For a complete
analysis of the consequences of large scale deployment of
batteries the entire life-cycle of the system should be consid-
ered: the use phase, manufacturing, and recycling or disposal.
With rapid growth of energy technologies, a fraction of their
output of energy is, in theory, required to drive the continued
growth of the technology.14 Therefore, net energy analysis (NEA)
has been suggested as a suitable tool for guiding research,
policy, and investment towards sustainable energy systems.15 A
wide range of studies have investigated net energy return ratios
(NER) of modern PV installations, and the energy return on
investment (EROI) appears to be positive and increasing with
time.16–18 Attempts have been made to create a theoretical
framework for how storage aﬀects the EROI of energy systems.3
However, there are uncertainties regarding exactly how storage
technologies should be incorporated into NEA metrics, espe-
cially when applied to real-world systems.19 Attempts have been
made to include EROI impacts of optimizing relations between
storage, renewable energy capacity, and curtailment.20 AsSustainable Energy Fuels
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View Article Onlinebatteries become more widely available for consumers, it is also
interesting to analyze the impact of a decision to install
a battery or promote the use of batteries.
The aim of this study is to assess the energetic implications
of introducing Li-ion batteries into PV systems, taking into
account both the use phase and the manufacturing of the
battery. Focus is given to diﬀerences in useful energy outputs
and use of a battery under varying climatic conditions and
capabilities to make excess generation available through the
distribution grid, unlike most previous studies focusing on the
energy inputs required. New and transparent EROI estimates of
realistic residential PV-battery systems are created to use the
NEA methodology to assess realistic cases that could be used as
a basis for actual decision and policy making.Table 1 Main properties of the studied PV system
PV cell type mc-Si
Installation type Roof-top
Module eﬃciency 17.0%a
Area (m2) 35.6
Installed capacity (kWp) 6.0
b
Expected PV service life (years) 25
Annual degradation 0.5%c
a The average eﬃciency of commercial wafer-based silicon modules
in 2016.26 b The median size of residential PV systems in the US in
2016 was just over 6 kWp.47
c Default assumption in the SAM,
corresponding to the median degradation value estimated by Jordan
and Kurtz (2013).48Methods
Net energy analysis
NEA has developed side by side with life cycle assessment (LCA)
methodology and these methodological frameworks share
many similarities.21 Results from an NEA can be presented in
the form of energy return on investment (EROI):
EROI ¼ Eout
Einv
(1)
where Eout is the total energy output and Einv the total energy
(here expressed in electrical energy equivalents) invested over
the lifetime of an energy system.22 For a PV installation, Einv can
include, for instance, energy for manufacturing, operating and
dismantling the plant, but does not contain the energy of the
sun that is used to generate the energy output. Einv is typically
based on LCA data expressed in terms of primary energy
equivalents (PE-eq). Eout represents the generated electrical
energy over the life cycle, which is typically also converted into
PE-eq for comparison to the invested primary energy.22 An
alternative approach is to keep the energy output as electricity
and convert the primary energy inputs to their electrical energy
equivalents (el-eq).17 We express all energy inputs in terms of
electrical energy equivalents unless stated otherwise.
All generated electricity is generally considered useful and to
have a positive impact on the EROI. However, the power
generated from a PV installation varies with the time of the day
and year, not necessarily in a way correlating with demand;
hence curtailment of power generation can start occurring as
solar penetration increases.23 It has been suggested that
curtailment of power can be included in the EROI concept by
expressing the fraction of curtailed power as f, creating an
alternative metric:
EROIcurt ¼ (1  f)EROI (2)
where EROIcurt is the EROI when the curtailed power is sub-
tracted from the energy output.3 It is possible to introduce
storage into the system to decrease f, but this can have other
trade-oﬀs, in the form of increased losses and energy inputs
used to commission the system. An alternative metric when f is
stored has been proposed:Sustainable Energy FuelsEROIgrid ¼ 1 fþ hstf1
EROIgen
þ f
ESOIe
(3)
where EROIgrid is the EROI of the power provided to the grid
from the PV & battery system, EROIgen is the EROI of the power
generating technology, and hst is the round-trip eﬃciency of the
storage technology.24 The energy stored on energy invested
(ESOIe) is dened as:
ESOIe ¼ Est
Einv
(4)
where Est is the total quantity of electrical energy stored over the
service life of the storage technology and Einv is the energy
invested in the storage technology, expressed in electricity
equivalents.3,25 EROIgrid was introduced as a theoretical
maximum where the entire f is stored at a precise storage
capacity at optimal operation and technology specic estimates
of EROIgen and ESOIe.
Early theoretical estimates suggested that the ESOIe of Li-ion
batteries was higher than that for other electrochemical storage
technologies, but much lower than PSH and compressed air
energy storage (CAES).25 Aer converting the energy inputs to
electrical energy equivalents, it was concluded that the ESOIe of
Li-ion battery technologies is 32 and the EROI of modern PV
systems is 8.3 Instead of relying on these generic theoretical
metrics, we calculate case specic EROI and ESOIe by esti-
mating f(t) at every time step of the service life of typical resi-
dential PV systems under diﬀerent climatic conditions.A typical residential PV system
About 94% of the total PV modules produced globally in 2016
were based on silicon wafer technology, and 70% were multi-
crystalline silicon (mc-Si) modules.26 A model of a roof-top
mounted mc-Si PV system representing a typical modern resi-
dential PV installation in the United States is created in the
System Advisor Model (SAM) from the National Renewable
Energy Laboratory (NREL).27 The main properties of the PV
system are described in Table 1.
A wide range of diﬀerent lithium-ion battery chemistries are
available on the residential electrochemical storage market.
Lithium iron phosphate (LFP) batteries with LiFePO4 as theThis journal is © The Royal Society of Chemistry 2019
Table 2 Main properties of the studied battery system
Battery type Lithium iron phosphate (LFP)
Nominal bank capacity (kW hn) 12.0 (24.0)
Maximum depth of discharge 80%
Specic energy (kW h kg1) 93.1a
Degradation Modeled in SAMa
Calendar lifetime (years) 15b
Battery connection AC connected
a Standard assumptions for specic energy and degradation for a LFP
battery in the SAM.27 b Median calendar life of a LFP battery in the
Batt-DB database.31
Fig. 1 Hourly residential load over the year in the ﬁve diﬀerent loca-
tions: (a) Alaska, (b) Washington, (c) New York, (d) Florida, and (e)
Arizona.
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View Article Onlinecathode material have relatively low specic energy but are
considered to have large potential for power system applica-
tions as they are safe, durable, and use abundant materials
compared to most other lithium-ion battery chemistries.28 An
LFP battery is included in the SAM. The main properties of the
battery system are summarized in Table 2.
There is no common practice for sizing battery systems for
PV systems as cost and characteristics of commercial batteries
vary signicantly.29 The size of the battery here is not optimized
to t any of the specic circumstances to maximize economic
prot, but is the same in the diﬀerent cases. Assuming a C-rate
of 0.5, the battery used with a nominal capacity of 12 kW hn is
large enough to temporarily accept the entire maximum power
output from the PV system and is within the range of sizes
available on the U.S. market. To investigate the importance of
the battery size, an alternative case with a battery of double the
size (24 kW hn) is also introduced.
Degradation of batteries is a complicated process, in which
calendar and cycle aging are aﬀected by both external condi-
tions and usage.30 LFP batteries are considered to have a longer
life expectancy than most other Li-ion battery technologies and
have an expected calendar life of around 15 years.31 We assume
that the battery is replaced aer 15 years, meaning that a total of
two 12 kW hn batteries are installed over the life time of the PV
system.Calculating useful energy outputs
The total energy outputs from the system, as well as the direct
use, excess generation, and battery use are modelled using the
SAM.27,32,33 To account for the diﬀerences in solar resource and
residential load proles in diﬀerent climates, the system is
modelled in ve diﬀerent locations in distinct climate zones
(Table 3).34 Hourly weather data of a typical meteorological year
(TMY) are used in the SAM to model PV power generation.35Table 3 Summary of main properties of geographical locations
AK WA N
TMY3 location Anchorage Intl AP Seattle-Tacoma Intl AP N
Climate zone Very cold Marine M
Annual load (kW h) 9270 7800 12
Peak load (kW) 2.45 2.02 3.
This journal is © The Royal Society of Chemistry 2019Hourly load proles of typical residential buildings (base load
model) in the same TMY3 locations are used to estimate the
direct use of the generated power.36 These annual load proles
are depicted in Fig. 1 and are assumed to remain the same over
the 25 year expected service life of the PV system. The power
generation from the PV system that is used to full the resi-
dential load either directly, or via storage, is commonly referred
to as self-consumption.8
The power generated from the PV system is always used
directly to full the residential load if possible. In the base case,Y FL AZ
ew York-LaGuardia AP Miami Intl AP Phoenix-Sky Harbor Intl AP
ixed-humid Hot-humid Hot-dry
600 14 700 12 900
55 3.7 4.39
Sustainable Energy Fuels
Table 4 Energy inputs in the PV system converted to el-eq
Primary energy
inputsa
(MJPE-eq m
2)
Primary energy
inputsb
(MJPE-eq kWp
1)
El-eq inputc
(kW hel kWp
1)
Feedstock 1050 6185 550
Ingot/crystal +
wafer
637 3752 334
Cell 233 1372 122
Laminate 450 2651 236
Frame 154 907 80.6
Mounting 125 736 65.4
Cables +
connectors
12.5 74 6.5
Inverter — 2290 204
Total 17 967 17 967 1597
a Based on primary energy demand for mc-Si panels manufactured in
China with rooop installation from de Wild-Scholte.38 b Figures in
MJ m2 are converted into MJ kWp
1 to account for the higher
eﬃciency of the system studied. The inverter estimate for MJ kWp
1 is
used directly.38 c Converted into electrical energy equivalents using
a primary energy factor of 0.32, which is the conversion factor used by
Wild-Scholte according to the ESI of Bhandari et al.42
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View Article Onlineall excess generation can be made useful through the grid and
the total useful energy can be expressed as:
Eout1 ¼ EPV–load + EPV–grid (5)
where EPV–load is the PV generation used directly to full the
residential load and EPV–grid is the power made available for
others via the grid. Note that we assume that there are no
increased losses associated with the power provided back to the
grid and there is an existing distribution system requiring no
further energy investment, which is likely to be the case if the
electricity can be accommodated. The eﬀect on losses is not self-
evident and distributed generation can in fact decrease distri-
bution losses since the power is generated closer to the
consumer.37
The manual battery dispatch model in the SAM is used to
add a battery to the system.33 PV generation is rst used to
directly meet the residential load, secondly charges the battery,
and thirdly exports power to the grid. There is no possibility to
charge the battery with grid power. The useful energy outputs
from the system with a battery can be expressed as:
Eout1s ¼ EPV–load + Ebatt–load + EPV–grid (6)
Eout1s ¼ EPV–load + hbattEPV–batt + EPV–grid (7)
where Ebatt–load is the power from the battery used to full the
residential load and hbatt is the charge–discharge (roundtrip)
eﬃciency of the battery system.
As an alternative scenario, it is assumed that no excess power
generation can be made useful through the distribution grid.
The useful energy outputs can then be expressed as:
Eout2 ¼ EPV–load. (8)
Adding a battery to this scenario gives:
Eout2s ¼ EPV–load + Ebatt–load (9)
Eout2s ¼ EPV–load + hbattEPV–batt (10)
Summing up, this leads to four distinct estimates of useful
energy outputs over the lifetime of the PV system in the diﬀerent
locations. The alternative grid case is likely not representative of
the situation at the locations studied here but works as
a comparison for potential future situations with congested
distribution grids or attempts to go completely oﬀ-grid using
PV-battery systems.
This can also be used to calculate other metrics describing
the level of self-suﬃciency (4) and self-consumption of the
system.8 The absolute self-suﬃciency can be expressed as:
4ss ¼
Eout2
Eload
(11)
where Eload is the total energy use. Adding a battery to the
system gives the alternative:
4ss ¼
Eout2s
Eload
: (12)Sustainable Energy FuelsSince one of our cases includes the possibility of making
excess generation available through the grid, we also introduce
a metric expressing self-suﬃciency equivalence representing
the relationship between the total power generation and the
total demand:
4ss-eq ¼
Eout1
Eload
(13)
or with a battery added:
4ss-eq ¼
Eout1s
Eload
: (14)
Self-consumption can be dened as:
4sc ¼
Eout2
Eout1
(15)
or in cases with a battery:
4sc ¼
Eout2s
Eout1
: (16)
Energy inputs
The estimated primary energy used to manufacture the PV
system is based on a study by de Wilde-Scholten utilizing
transparent data of a rooop mounted mc-Si system.38 Two
diﬀerent estimates are presented using diﬀerent assumptions
on electricity mix leading to a quite signicant diﬀerence in
primary energy inputs. We use the estimate based on Chinese
electricity mix for two reasons. Firstly, China (and Taiwan)
makes up around 70% of global PV module production, making
it the most representative choice. Secondly, the primary energy
inputs are converted to el-eq based on the eﬃciency of the
Chinese electricity used in the study by de Wilde-Scholten. DataThis journal is © The Royal Society of Chemistry 2019
Table 5 Energy inputs of the battery system converted to el-eq
Primary energy
demand
(MJPE-eq kg
1)
Primary energy
demand
(MJPE-eq kW
1 hn
1)
El-eq inputsc
(kW hel kW
1 hn
1)
Battery
materials
79.6a 855 76.0
Battery
assembly
— 220b 19.5
Total — 1075 95.5
a Calcluated for LFP batteries with the cathode prepared with
a hydrothermal technique and specic energy of the studied
system.39,41 b Process energy consumption specied by Dai et al. as
0.161 mmBtu where 82.4% is natural gas 17.6% electricity. This is
converted into primary energy using the default energy intensity of
electricity (2.179 mmBtu mmBtu1) and natural gas (1.108 mmBtu
mmBtu1) in GREET 2017.40,41 c Converted into electrical energy
equivalents using the same conversion factor for Chinese electricity
mix as for the PV system (0.32).42
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View Article Onlinebased on module area are used when possible, implicitly taking
into account the improved panel eﬃciency of our system of
study compared to the data source (Table 4).
The primary energy inputs for the battery are based on the
GREET model from the Argonne National Laboratory
(Table 5).39–41 The estimated primary energy inputs are con-
verted to el-eq based on the same estimate of eﬃciency of
Chinese electricity mix as the solar panel.42
The energy input estimates used are similar, but not exactly
the same as previous numbers based on meta-analysis of
studies.3,14,17,25,43 There are studies reaching signicantly higher
estimates for energy inputs for PV systems, using signicantly
broader system boundaries.44,45Fig. 2 Hourly power generation over a year from the studied PV
installation in the ﬁve diﬀerent locations: (a) Alaska, (b) Washington, (c)
New York, (d) Florida, and (e) Arizona.Results
The hourly energy output from the PV system varies with the
time of the day and year (Fig. 2), leading to highly diﬀerent
capacity factors and total lifetime electricity generation in the
diﬀerent locations (Table 6). The PV system generates an
equivalent of between 56 and 85% of the total power demand of
the residential loads (Table 6). If all the generated power is
either used directly to full the residential load or made avail-
able via the distribution grid (eqn (5)), the EROI (eqn (1)) of the
PV system is between 14 and 27 depending on the location
(Fig. 4a). Adding a 12 kW hn battery in this case decreases the
useful energy outputs (eqn (6)) and the EROI drops by about
21%, as this both increases the energy inputs to the system and
decreases the useful energy output due to battery conversion
losses. Doubling the battery size to 24 kW hn induces around
34% decrease of the EROI compared to having no battery.
For the PV only scenarios, the degree of self-consumption
(eqn (15)) is between 40% and 66%, which is only enough to
provide between 29 and 41% of the total power demand
(eqn (11)), demonstrating the mismatch between the PV supply
and residential demand (Table 6). If the power that is not self-
consumed is curtailed, the EROI of the PV system drops byThis journal is © The Royal Society of Chemistry 2019more than half in Washington compared to the situation where
excess generation can be made useful via the grid (Fig. 4a). The
highest rate of self-consumption is in Florida, where the power
demand is well correlated to the generation and reaches up to
66% self-consumption, and the EROI is still around 14 even
when excess power is curtailed. However, in Alaska and Wash-
ington the EROI is as low as 7.
When it is not possible to provide excess power generation to
the grid, adding a 12 kW hn battery to the PV system increases
self-consumption to between 72 and 93%, but absolute self-
suﬃciency is still only from 44 to 61%, demonstrating that
the grid still plays an important role in providing reliable power.
Adding the battery increases the EROI in all of the locations, but
the impact varies and is as low as 12% in Florida. Doubling the
battery size to 24 kW hn is suﬃcient to reach close to 100% self-
consumption in locations such as Florida, but it remains
around 80% where the demand is poorly correlated to power
generation. The increased energy input and conversion lossesSustainable Energy Fuels
Table 6 Most important results regarding energy output and battery use
AK WA NY FL AZ
Total lifetime power generation (MW h) 131 166 194 212 256
Capacity factor 0.10 0.13 0.15 0.17 0.20
Total power to battery (MW h)a 40.5 (49.5) 54.2 (67.3) 58.0 (80.6) 58.7 (72.1) 70.3 (106)
No self-consumption battery 50.7% 39.8% 56.5% 65.7% 52.0%
Self-consumption batterya 79.3% (85.7) 69.8% (77.0) 84.0% (94.7) 91.1% (97.0) 77.3% (90.2)
Battery losses (MW h)a 3.23 (3.90) 4.34 (5.31) 4.69 (6.43) 4.76 (5.78) 5.68 (8.43)
No absolute self-suﬃciency battery 28.6% 33.9% 34.9% 38.0% 41.2%
Absolute self-suﬃciency batterya 44.7% (48.3) 59.5% (65.7) 56.5% (58.5) 52.6% (56.0) 61.2% (71.4)
Self-suﬃciency equivalent 56.4% 85.3% 61.7% 57.8% 79.2%
a 12 kW h battery (24 kW h battery).
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View Article Onlinefrom the larger battery decreases the EROI to a level similar to
when having no battery and excess PV generation is curtailed.
The hourly charge and discharge of the 12 kW hn battery in
the rst year is depicted in Fig. 3, indicating some of theFig. 3 Hourly power to and from the 12 kW hn battery in the ﬁve
diﬀerent locations: (a) Alaska, (b) Washington, (c) New York, (d) Florida,
and (e) Arizona.
Sustainable Energy Fuelsvariation in the use of the battery between diﬀerent locations.
The total energy stored over the lifetime diﬀers by about 70%
between the highest and the lowest case (Table 6) and the ESOI
of the system varies between 16 and 28 (Fig. 4c). The fractional
charge/discharge loss of the battery is around 8% in all cases
and the total loss over the lifetime adds up to between 3.2 MWhFig. 4 EROI in the case where excess power generation can be made
useful through the distribution grid (a) and where excess generation is
curtailed unless stored for later use (b); (c) describes the ESOI of the
ﬁve diﬀerent locations studied, both for a 12 kW hn and 24 kW hn
battery size.
This journal is © The Royal Society of Chemistry 2019
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View Article Onlineand 5.7 MW h. This can be compared to the assumed total
energy inputs in the two batteries used over the lifetime of the
PV system of around 2.3 MW hel-eq (4.6 MW hel-eq in the larger
battery case). A large part of the decreased EROI of the larger
battery can be explained by looking at how the batteries are used
since doubling the battery size to 24 kW hn increases the use of
the battery and associated losses between 22 and 55%, while
doubling the total energy input. This is also reected in the drop
in the ESOI with increasing battery size.
Discussion
Previous estimates for PV systems have suggested that the EROI
of wafer based PVs is around 8, but with signicant spread
between studies.3 A mean value of 9.2 has been proposed
specically for polysilicon PVs but it may be signicantly higher
if outdated data are excluded or with technological advances in
PV manufacturing.16 For these calculations it is commonly
assumed that all generated power contributes positively to the
net energy return in NEA and LCA studies of PV systems;
therefore, most of the spread in these estimates is associated
with uncertainties in the energy inputs to manufacturing and
installation.
Here, we take a diﬀerent approach that focuses on the energy
outputs, which depend on location, demand proles, and how
excess generation is managed. Output from a PV system
installed in a good solar location such as Arizona is almost
double to one in a worse location, such as Alaska. These
circumstances are comparable to many other locations around
the world and can be both better and worse in other climates
not covered in this study. However, the EROI calculated here is
signicantly higher than the 8–9 cited above (EROI from 14 to
27), even in a low-solar location such as Alaska, as long as the
grid can be used to make all generated power useful.
Adding a battery to a grid-connected PV system where excess
power can be put onto the grid always decreases the EROI of the
system. Therefore, the rationale for adding batteries to grid-
connected residential systems needs to be motivated by other
reasons.
The electric load proles also vary with diﬀerent locations
and correlate diﬀerently to the generated power. This leads to
diﬀerent degrees of self-consumption of residential PV systems
(and the corresponding potentially curtailed power f). In situ-
ations where excess generation cannot bemade available via the
grid, analysing the local load can provide useful information on
the total energetic value of a PV installation. As distributed and
utility-scale PV generation grows, unless new loads are added
that are coincident with solar generation, it is increasingly likely
that grids will in fact not be able to accept more power.
Early theoretical estimates of the diﬀerence in electrical
energy stored over the lifetime compared to the energy inputs
required (ESOIe) of a generic Li-ion battery was 32.3 Our esti-
mates are all lower than this, despite the considerably lower
estimate for required energy inputs used. This is largely due to
the lower utilization of a battery with a large storage capacity not
being used during large parts of the year compared to theoret-
ical cases. An increased battery size only makes this situationThis journal is © The Royal Society of Chemistry 2019worse, with large decreases in the ESOI being the result of
doubling the battery size.
The size of neither the PV array nor the battery is optimized
to t the diﬀerent loads in the geographical locations studied.
This is done on purpose, to enable a just comparison of the
EROI of the system in diﬀerent locations. Transparency has
been pointed out as important when presenting EROI results,
together with the level of analysis and caution when comparing
results to other studies.46 One of the aims here is to provide
transparent data and methods that can be modied to t actual
situations and future developments. The assumptions used
here are considered representative of a typical PV system
installed in the United States in 2016 and can be used as
analogies for other locations with similar climate in other parts
of the world. If the methodology described is to be used to
analyse actual systems, the data for both the PV system and
battery can be updated to suit the specic situation. If done
properly, net energy analysis can provide useful information on
the impacts of installing PV systems in diﬀerent parts of the
world, and especially, the implications of large-scale deploy-
ment of stationary batteries.
Conclusions
Understanding the energetic benets of residential PV plus
storage systems is needed to establish performance goals, R&D
priorities, and set a sound policy. As these residential energy
systems grow to provide a signicant fraction of our power, the
consequences of our decisions will have a large impact on the
cost, eﬃciency, and reliability of the grid. Here we use a number
of metrics, namely EROI, ESOI, self-consumption, and self-
suﬃciency, to quantify the benets of typically sized residen-
tial PV plus storage systems for 5 selected locations covering
a broad range of climatic zones. Location-specic hourly
generation proles are combined with hourly residential load
over the course of the year. Recent literature on the energy
intensity of manufacturing and installing PV systems and Li-ion
batteries is used to assess energy inputs. Major conclusions
from this study include:
(1) The energy return on investment (EROI) for a 6 kW hp
multi-crystalline silicon PV system without storage ranges from
14 to 27 in the ve investigated climatic conditions, when excess
hourly generation is made available for other customers of grid
power. These high values for EROI demonstrate the energy
benets of PVs across a wide range of geographical regions in
the U.S., and by analogy, elsewhere.
(2) Compared to simply providing excess generation to the
grid, adding a 12 kW hn Li-ion battery to this system decreases
the EROI by 21%. Doubling the battery size decreases the EROI
by 34% compared to the case without a battery. The addition of
batteries to residential PV systems decreases the EROI due to
a combination of energy-intensive battery manufacturing and
losses associated with the round-trip eﬃciency of charge/
discharge cycles. From the perspective of energy return on
investment, it is diﬃcult to justify adding batteries to residen-
tial PV systems as long as excess generation can be made
available for other users of the grid.Sustainable Energy Fuels
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View Article Online(3) If excess generation is curtailed instead of being sent to
the grid or stored, the EROI of the PV system drops to between 7
and 14. Adding a 12 kW hn battery to avoid curtailment
increases the EROI by about 12 to 42%, but the EROI still
remains below the systems providing power to the grid, and
doubling the battery size can decrease the total system EROI to
levels similar to those of the systems curtailing all excess
generation. This shows that a battery can increase the EROI of
a PV system in cases where excess generation is otherwise cur-
tailed. However, it can never reach the same levels as a system
with the potential to export power to the grid and oversizing the
battery can easily eat up all this gain in the total EROI.
(4) The energy stored on energy invested (ESOIe) for the 12
kW hn battery varies between 16 and 28 depending on how
much the battery is used. This is considerably less than the
earlier estimates of 32 which assume optimal use of the battery
over its lifetime. Doubling the battery size decreases the ESOI by
around 50%.
(5) In all the installations with batteries considered here, 40
to 55% of the residential electricity demand is still met by the
grid due to the mismatch between PV generation and loads.
Doubling the size of the battery reduced this to 30 to 50%.
Increasing battery sizes to enable a higher degree of absolute
self-suﬃciency results in the battery remaining idle during large
parts of the year, decreasing the ESOI and EROI of the total
system.
A major transformation of the electricity system is now
underway, driven by the need to decarbonize, the availability of
low cost renewable generation, and the digital revolution. Wise
choices about what we invest in, where we place new generation
and storage assets, and policies regarding behind-the-meter
energy assets are crucial for sustaining rapid progress and
incentivizing cost-eﬀective investments. The results provided
here demonstrate how net energy analysis can be used to
maximize the contributions of low-carbon power from distrib-
uted generation. Our results highlight the value of placing PV
generation systems in geographical locations with high insola-
tion, policies that encourage sales of excess generation back to
the grid, and judicious use of battery storage to avoid curtail-
ment. They also demonstrate the need for R&D to reduce energy
inputs for manufacturing batteries and PVs, improve battery
round-trip energy eﬃciency for charge–discharge cycles, and
increase the cycle and calendar life of batteries.Conﬂicts of interest
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